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ABSTRACT

A prototypical hybrid energy system (HES) couples a primary thermal power generator (i.e., nuclear
power plant) with one or more additional subsystems beyond the traditional balance of plant electricity
generation system. The definition and architecture of an HES can be adapted based on the needs and
opportunities of a given local market. For example, locations in need of potable water may be best served
by coupling a desalination plant to the HES. A location near an oil refinery may have a need for emission-
free hydrogen production. The flexible, multidomain capabilities of Modelica are being used to
investigate the dynamics (e.g., thermal hydraulics and electrical generation/consumption) of such a hybrid
system. This paper examines the simulation infrastructure created to enable the coupling of multiphysics
subsystem models for HES studies. A demonstration of a tightly coupled nuclear hybrid energy system
implemented using the Modelica based infrastructure is presented for two representative cases. An
appendix is also included providing a step-by-step procedure for using the template-based infrastructure.

1. INTRODUCTION

Electricity markets in the United States are undergoing significant shifts in the traditional market
structure. Factors such as mandates for renewable energy, the need for overall carbon reduction, and the
emergence of low cost natural gas supplies have strained the profitability of traditional base load
electricity suppliers, including nuclear power plants.

Because typical base load power generating stations (e.g., nuclear power plant) traditionally have only
one customer—the grid—diversification of the customer portfolio in an integrated or hybrid manner may
be advantageous. The term hybrid energy system (HES) has been coined to describe the integration of
traditionally independent systems, and those that use nuclear generating stations as the primary thermal
power supplier are defined as nuclear hybrid energy systems (NHESSs). A representative NHES is
depicted in Figure 1.

The HES approach that directly couples base load energy suppliers and various energy customers
(thermal and/or electric) with dynamic energy allocation may be profitable and preferred in future energy
markets. Possible scenarios include ad hoc energy allocation for product options that could be more
profitable than traditional electricity generation. A description of economic incentives is beyond the scope
of this paper, but these incentives may include (1) a desire to mitigate the possible load-following need—
and subsequent cost increases—that significant renewable penetration may impose on base load power
plants through energy storage, or (2) a desire to more effectively deploy energy to large industrial energy
users. For example, Figure 2 is a representative summary of a recent study by the Electric Power
Research Institute (EPRI) on the impact of renewable energy generation on grid variability (James et al.
2015). Given current economic and political trends, future electrical grids will require highly variable
operations that impose significant technical and economic challenges for power producers. Introducing
hybrid energy systems may help create a path to integrating highly variable generation resources into
markets that remain economically sound and do not compromise grid reliability.
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Figure 1. Representative NHES demonstrating a possible coupling scenario of thermal and electrical energy
with additional systems (e.g., an industrial process [Reforming and Enhancement] and an electrical energy
storage system [Battery]) (Bragg-Sitton et al. 2014).
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Figure 2. Prediction of electrical grid variability for US regions in 2050. Cell colors indicate variability: regions
approaching red and blue have demands that will be difficult and expensive for the electrical grid to meet, especially
for power producers operating under traditional market paradigms (James et al. 2015).

To facilitate initial investigations of hybrid systems, the complications of attempting to integrate multiple
independent codes for specific modeling paradigms are avoided, as are the subsequent complications of
coupled dynamic simulations. Instead, it is preferable to rely on the flexibility of modern system

modeling programming languages such as Modelica to model all systems jointly. However, even within a
common development environment there are difficulties in ensuring all necessary information is specified
by the user and available to the various portions of the model. This point is exacerbated when model
development is decentralized, incorporating contributions from multiple users from various institutions
focusing on separate compartmentalized pieces of the overall model. Therefore, to facilitate collaboration
and enhance the probability of developing successful simulations a common development infrastructure is
required which requires developers meet requirements in model implementation while providing them as
much flexibility as possible in model development. This paper presents the infrastructure or “template”
created to enable coupling of multiphysics subsystem models for HES studies in a common, structured
format. The paper concludes with a brief demonstration of a tightly coupled NHES implemented using the
new Modelica-based infrastructure. Additional information beyond the scope of this paper can be found
in (Cetiner et al. 2016; Harrison and Greenwood 2016; Greenwood et al. 2017).



1.1 MODELICA

Modelica (Modelica Association) is a nonproprietary, object-oriented, equation-based programming
language used to consistently model complex physical and cyber-physical systems (e.g., systems
containing mechanical, electrical, electronic, hydraulic, thermal, control components). Modeling a
dynamic HES typically requires a complex, diverse range of physics. The multi-domain nature of
Modelica permits flexibility of using one tool to model the appropriate physics for all systems and their
associated control systems. Modelica avoids the limitations and complexities of attempting to integrate
complex codes with features and capabilities beyond the scope of initial HES studies. There are several
integrated development environments for Modelica, all with different strengths and weaknesses. A
complete list of development environments (commercial and open-source) can be found on the Modelica
Association website under “Tools” (Modelica Association). This work currently uses Dymola version
2017 and newer versions (Dassault Systemes).

Modelica’s modeling method is characterized as shown in Figure 3, which demonstrates (1) scripting of
generic models that are (2) linked to create increasingly complex models, followed by (3) verification
tests to investigate the model’s behavior. This general, layered approach is common for developing
complex systems in Modelica and is a strong feature of the language.

a

Figure 3. Reactor core subchannel model and resulting total thermal output based on the boundary
conditions and input signals: (a) example of Modelica code used to create a component, (b) process to create a
more complex model from a collection of individual components, (¢) implementation of the connected models

to simulate a test case, and (d) resulting behavior of model.



2. TEMPLATED MODELING

A templated approach for developing various subsystems an HES is important for facilitating the
investigation of potential integrated system candidates and the dynamic behavior of the overall system.
The primary goals of the templated approach are listed below:

I.  Develop templates for specific implementations of subsystems that handle all potential interrelated
subsystem signals (e.g., control systems and fluid connections) thereby allowing the user to focus
on modeling their respective subsystem

Il.  Implement templates for categories of subsystems that allow users to easily interchange a
subsystem at the overall architecture level according to the case study of interest while minimizing
required user knowledge of other subsystems

1. Provide the necessary handles and structure within the templates to implement and verify nominal
and initial conditions at subsystem interfaces

IV.  Ensure that all templates are as generic as possible to accommodate a large variety of any given
subsystem, with minimal or no modification to the underlying infrastructure

Nine potential subsystem categories have been identified for hybrid systems in its current configuration.
Figure 4 presents a top-level view or architecture of a templated Modelica-based model which is
referenced throughout the remainder of this article. Table 1 provides a textual summary of each of the
nine subsystem categories as presented in Figure 4. The templated models and supporting file structure
upon which Figure 4 is based are shown in Figure 5. The following subsections will describe key aspects
of the template implementation and details on how the goals identified above are accomplished.
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Figure 4. Top-level implementation of an HES using a templated approach: numbers correspond to Table 1;
red and green dotted lines are connection lines for the signal busses described below.

Table 1. Potential subsystems of an HES

Identifier Category Description Specific example
1 Primary heat system  Provides base load heat and power Nuclear reactor
Energy manifold Distributes thermal energy between Steam distribution
subsystems
3 Balance of plant Serves as primary electricity supply from Turbine and condenser
energy not used in other subsystems
4 Industrial process Generates high-value product using heat Steam electrolysis or

from energy manifold/secondary energy desalination
supply and electricity from switch yard

5 Energy storage Serves as energy buffer to increase Batteries and firebrick
overall system robustness
6 Secondary energy Delivers small amounts of topping heat ~ Gas turbine makeup
source required by industrial processes or cover

rapid grid dynamics not met by the
remainder of the system

7 Switch yard Distributes electricity between Electricity distribution
subsystems, including the grid

8 Electrical grid Sets the behavior of the grid connected  Large grid behavior (not
to the NHES influenced by NHES)

9 Control system center  Provides proper system control, test Control/supervisory systems
scenarios, etc. and event drivers
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Figure 5 (a). Overall Modelica package for investigation of HESs, (b) template structure for creating new
subsystem categories and specific subsystem models within a category, and (c) example of a specific
implementation of a primary heat system using the template approach.

2.1 SIGNAL BUSSES

The Modelica programming language enables a class of components referred to as expandable connectors
(Modelica Association 2017)(Section 9.1.3), which enable creation of multilevel models containing
variables that can be ignored in the simulation process if they are not used. Expandable connectors also
permit additional variables to be added as needed. This capability is the cornerstone for enabling template
creation of diverse systems.

Figure 6 shows different variations of signal busses created for HES template modeling. Note that the
colors of the icons themselves are purely aesthetic for differentiating between the various bus types as
each bus is an expandable connector. Red busses are designed for variables generally defined as sensor or
output signals (e.g., temperature and pressure measurements). Green busses are for designed variables



generally defined as actuator or input signals (e.g., resistance heater voltage and pump impeller rotational
speed). Yellow busses combine all signal types and require other methods (i.e., variable labeling) to
differentiate signals to provide information to the model developers. Each color of bus contains two types,
a signal sub-bus, depicted with three black circles, and a normal signal bus, depicted with five black
circles. Sub-busses are specific to a subsystem and cannot have additional sub-busses defined within
them, while busses may contain multiple sub-busses and any additional variables desired. The signal
busses are readily identifiable within the various figures presented in this publication. Figure 7
demonstrates implementation of a sensor/actuator bus for a model within the primary heat system
category.

4 Interfaces

&%) SignalBus

2 SignalSubBus

& SignalBus_Actuatordnput
@ SignalSubBus_Actuatornput
B SignalBus_SensorOutput
@F SignalSubBus_SensorOutput

Figure 6. Various signal busses used in Modelica HES modeling; colors represent specific uses of a bus, while
icons indicate whether a bus is intended for signal sharing only within subsystems or for exposure of signals
between all subsystems.
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Figure 7 (a) Implementation of subsystem sensor/actuator sub-bus containing the signals associated with the
specific subsystem of interest (e.g., in this case the International Reactor Innovative and Secure [IRIS] model)
and additional variables common among all subsystems within a specific class of subsystems, (b) full
sensor/actuator bus, containing all sub-busses from each subsystem used in the model, and (c) illustration of
how the organizational structure is interpreted upon simulation.



2.2 TEMPLATES

Two primary templates are used in the current modeling approach: the categorical subsystem template
and the template for specific implementation within a subsystem category. These subsystems can be used
to create systems of interest to the modeler such as that presented in Figure 4. The following discussion
elaborates Modelica’s inheritance and replaceability capability and its application in the creation of the
various templates

2.2.1 Inheritance and Replaceability

Modelica can extend the behavior and properties of an existing model or base class to the construction of
a more specific implementation using the extends clause. This process allows the reuse or inheritance of
data and behavior (variables, equations, etc.) from the base class. Furthermore, the use of inheritance also
permits certain modifications to the base class (e.g., variable/parameter changes). As models that share a
common base class contain the same underlying requirements, these models can be replaced while
retaining all common information, only requiring the modeler to modify new required information. Figure
8 shows an example of the use of inheritance and replaceability. Graphical interface level modification
and replaceability is also possible, depending on the development environment used. An extended
discussion of these features can be found in Chapter 7 of the Modelica language specification document
(Modelica Association 2017).

model IRIS

extends Basellasses.Partial SubSystem A
replaceable package Medium = Modelicz Medizs Water.Standerdilzter,

redeclare replaceable C5_Dummy CS,
redeclare replaceable ED_Cummy ED,
redeclare Data.IRIS data,
W_balance (y=pump.W + liguidHeater.{ flow),
FuelConsumpticn(y={1 + 0.1&3)*coreSubchannel { total/(200%1 &€e-13+& 022e23/0.235)),
port_&_nominal |
p=t.1%3e&,
T=457,
m flow=50Z.8),

port_b nominal (p=5.8e8, T=531));

Figure 8. Example of inheritance and replaceability as used in Modelica: the extends clause signals
inheritance from the base class; features of the base class are then modified by assigning values, adapting
equations, or replacing models with their own individual inheritance structures using the replaceable clause.

2.2.2  Specific Subsystem

Fundamental building blocks identified for any specific implementation of a subsystem include the
following:

Physical model

Nominal/start values of physical variables that cross the model boundary (i.e., connectors)
Basic design data

Control system

Event driver

Various signals that leave and enter the system

A location to place additional variables passed to the signal busses

A location to store components created only for that subsystem

Base classes required to enable the proper options for inheritance at the overall system level



The building blocks are all encapsulated by the directory structure and the graphical image of a specific
sub-system shown in Figure 9. Each building block identified will be further discussed below in the
context of Figure 9 to elucidate its implementation and purpose.

a
4 D SubSystermn_Specific

) e _— B8 =

I:] SuhS}rstem_[M sensorBus |
1
= | C5_Dummy -"._

actuatorBus

% Data_Dummy
4 E] BaseClasses

I:] Partial_SubSystem
|:l Partial_SubSystem_A
@ Record_Data

% Record_SubSystem
@ Record_SubSystern_&
E‘ Partial_ControlSystem

E‘ Partial_EventDriver /

@ SignalSubBus_Actuatordnput

@F SignalSubBus_SensorOutput /

Figure 9 (a) Directory structure of the template of any specific implementation of a subsystem; “BaseClasses”
directory establishes models that allow for inheritance from the appropriate subsystem category while
limiting the acceptable replaceable models (e.g., control systems) only to the specific sub-system to which they
belong, and (b) graphical workspace in which the modeler views base classes for signal busses, control
systems, event drivers, and data.

Base Classes for Inheritance

In the directory structure shown in Figure 9, the BaseClasses directory contains the models needed to
establish a common basis for a specific subsystem, variations of a specific subsystem, and interaction
between other categories of subsystems at an overall system level. The Partial_SubSystem extends from
the categorical partial subsystem, which allows the user to swap out different implementations of
subsystems while restricting all other potentially replaceable information to the appropriate location in the
model. For example, control systems are typically specific to individual implementations of a subsystem.
The control mechanisms for a coal plant will be different from those of a nuclear plant, although they
both belong to the primary heat source category. Therefore, if a hybrid system is created using a coal
plant and then it is desired to switch to a nuclear plant, the available selections of control systems will be
changed to those appropriate for the nuclear plant. Figure 10 presents the code that enables this logic.



Partial_SubSystem_A, Partial_SubSystem_B, etc., are simple extensions of Partial _SubSystem that allow
for variations of a model to be created without the need to create a completely new subsystem. For
example, two different versions of a nuclear plant could be created with a similar physical model, except
one has fluid port connections to an emergency cooling system and connections to a steam generator,
while the other only has connections to a steam generator.

partial model Partial SubSyatem

extends
NHES.Systems.Templates.SubSystem Category.Basellasses.Partial SubSystem|
redeclare replaceable Basellasses.Partisl ControlSystem C5

constrainedby BaseClasses.Partizl ControlSystem,
redeclare replaceable Basellasses.Partizl EventDriver ED
constrainedby BaseClasses.Partial EwventDriwver);

replaceable Record Detse data
EH

extends Record SubSystem:

a
end Partial SubSystem;

Figure 10. Use of extends and redeclaration of replaceable models enables a specific subsystem to share a

common architecture for development of categorically defined hybrid systems while enabling subsystem-

specific models to restrict options to only pertinent selections such as various control systems strategies or
specific subsystem records.

Signal Busses and Additional Signals

Each subsystem is provided an additional sub-bus, in addition to the category sub-bus shown in Figure 7.
The specific subsystem level is where variables that may be passed between models (i.e., physical model
and control system or physical model and the overall system model) are defined. To reiterate the previous
discussion of signal busses, an important feature of the expandable connector used to create the signal
busses is the ability to ignore unused variables. This is useful, as some control systems may not require
the use of all available signals, or variations of a specific subsystem may not have signal variables that
completely coincide. These undefined variables in the signal bus will be excluded in the simulation,
allowing the simulation to proceed successfully. Figure 11 shows the sensor/output signal sub-bus used in
the IR1S model referenced in Figure 7.

expandable connector SignalSubBus Sensorfutput
extends NHES.Systems.Interfaces.SignaeliubBus_Sensorfutput;

SI.Power { total "Total thermal OCutput of Reactor";
SI.Temperature T Core Inlet "Core inlet temperature™;
SI.Temperature T Core_ Outlet "Core outlet temperature™;
SI.Fressure p_preasurizer "Pressurizer pressure”;

d
end SignalSubBus Senacrfutput;

Figure 11. Signal sub-bus of the specific model IRIS within the primary heat system category; the sub-bus
enables variables unique to the specific subsystem to be available to other models.
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Nominal/Start Values for Connectors

Initialization, the consistent and stable instantiation of interrelated variables determining the initial system
condition, is a difficult issue which arises in the creation of dynamic models. This issue is often
exacerbated when a modeler attempts to link models together. To improve the possibility of success,
whenever physical connections (e.g., fluid connectors) are used in a subsystem to interact with other
subsystems, nominal conditions must be provided for the variables associated with the connection, and
guess values must be started for the variables which by default should reference the nominal values.
Requiring this logic allows improved simulation not only of individual models since appropriate
boundary conditions recommendations are then embedded in the model, but it also allows a modeler to
verify that boundary conditions of integrated systems are equivalent. It is recommended that components
within an implementation properly reference the same nominal and initial conditions as those provided to
connections, as consistent initialization conditions are often critical in achieving successful simulation.

An example of this is the use of a fluid port which contains variables for mass flow rate, pressure, and
specific enthalpy/temperature. Variable definitions for nominal and start conditions for each fluid
connection are included in Record_SubSystem. As shown in Figure 10, Record_SubSystem is included in
Partial_SubSystem, which is then extended by a specific model. Figure 8 shows the redefinition of the
nominal connection values (i.e., port_a_nominal and port_b_nominal). If any variable is not redefined,
then it must have obtained its default value at the record implementation level. In Figure 8, the
port_b_nominal default value for mass flow rate is defined as the opposite of the flow rate for
port_a_nominal at the Record_SubSystem level.

Graphical Model Layout Best Practices

In addition to all the features and considerations discussed, graphical implementation of models was
given consideration. If a horizontal line is drawn at the level of the signal busses in the right image of
Figure 9, all replaceable models and additional variables that may be extracted from components (i.e.,
using the RealExpression component from the Modelica Standard Library) should be contained in the
empty space, preferably with replaceable models at the top right of the window and variables at the top
left. The remaining portion of the window below the signal busses is for implementation of the model. If
additional space is required, the workspace can be extended in the appropriate direction. The
standardization of the graphical layout helps ensure that models can be rapidly conceptualized and
understood without significant knowledge of the specific subsystem implementation.

2.2.3 Sub-System Category

As previously discussed, nine categories of subsystems have been identified in an HES. Each subsystem
is based on a template which does not make any assumption regarding the type of category that may be
created. The BaseClasses at the category level set the minimal requirements common to all specific
implementations within a category as identified by the modeler. The minimal requirements identified are
(1) an input and output signal bus, (2) a replaceable control system and event driver, and (3) a record
containing any additional information common to all subsystems. At the categorical bus level, each
specific subsystem has its specific sub-bus defined. Figure 7 shows the inclusion of the IRIS sub-bus,
which is the only specific implementation defined in the primary heat system category at the time of
publication. Due to the features of the expandable connector, when a specific subsystem is used, the
variables that are defined within its sub-bus will be available, while all other specific sub-busses will not
exist.
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4 Ternplates
4 D SubSystern_Category
: D SubSystern_Specific
4 @ BaseClasses
4 D PlaceHolderMadels
@ SubSystern_PlaceHolder
-~ | C5_PlaceHolder

D Partial_SubSystern
% Record_SubSystem

E Partial_ControlSystern

D Partial_EwventDriver

@9 SignalSubBus_ActuatorInput
@ SignalSubBus_SensorQutput

Figure 12. Directory structure of the subsystem category template containing templates for specific
subsystems, along with a base class directory providing the common architecture for all specific
implementations within the subsystem category.

Place Holder Models

The current templated structure of systems permits subsystems to access variables from other subsystems
via signal busses. This functionality was included to provide the greatest flexibility in modeling systems
for supervisory control type systems which will likely access variables in a variety of systems to create
integrated control methods. As a result, if there are instances when not all models will be used (e.g., an
overall system that in one case has energy storage and another case with no energy storage with all else
remaining the same), but other subsystems rely on the information defined common to all subsystems in a
category, then a dummy model must be available to satisfy the connections with a null value. The
SubSystem_PlaceHolder model shown in Figure 12 provides the necessary information that permits this
behavior. An example of this is provided in Section 3.

2.2.4 Overall Hybrid System
Once subsystem categories and specific implementations have been created, standard implementations
that connect all the base information together can be created. For example, the hybrid system that

nominally contains nine subsystems (Figure 4) is the example implementation PartialExample_A shown
in Figure 13.
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partial model PartialExample 3
4 Systems

extends Modelicz.Icons Example;

B el
N emplates replaceskble

PrimaryHeatSystem.Basellasses.FlaceHolderModels.  SubSystem PlaceHolder PHS
4 B EKEFI"IF”ES constrainedby NHES. Systems. PrimaryHeatSystem.BaseClasses.Partial SubSystem a;
replacezble
Tighﬂ}lcgupled_pgwerctﬂ EnergyManifold. Basellasses.PlaceHolderModels SubSystem PlaceHolder EM
constrainedby NHES.Systems.EnergyManifold.BaseClasses.Partial_ SubSystem o7
TightlyCoupled_SteamFlowCtrl replaceaple ) R
Ezlance0fPlant . Basellasses.PlaceHolderModels. SubSystem PlzceHolder BOP
constrainedby NHES. Systems.BalanceOfPlant_BaseClasses._Partial SubSystem 37
TightlyCoupled_teamFlowCtrl_IPonly|  ..piscesbie ¥ ¥ - v :
IndustrielProcess.Basellasses.FlaceHolderModels. SubSystem PlaceHolder IP
Loosﬂycoup|edjpnn|y constrainedby NHES.Systems.IndustrialProcess.BaseClasses.Partial SubSystem a;
replaceable
Basellasses EnergyStorage.Basellasses.PlaceHolderModels SubSystem PlaceHolder ES
constrainedby NHES.Systems.EnergyStorage.BaseClasses.Partizl SubSystem 37
replaceable
SecondaryEnergySupply.BaseClasses._ PlaceHolderModels. SubSystem PlaceHolder SES
constrainedby NHES.Systems.SecondaryEnergySupply.BaseClasses_Partizl SubSystem o7
replaceable Switch¥ard.BaseClasses.PlaceHolderModels. SubSystem PlaceHolder SY
constrainedby NHES.Systems.Switch¥ard.BaseClasses.Partisl SubSystem ar
replaceable
ElectricelGrid_Basellasses.PlaceHolderModels. SubSystem PlaceHolder EG
constrainedby NHES. Systems.ElectricalGrid.BaseClasses_ Partial SubSystem 37
replaceable

4

B\

b PartialExample_A

NHES.Systems.SupervisoryControl.BaseClasses.Partial ControlSystem 5C ar
equation

=]
end PartialExample R;

Figure 13. Standard implementations of subsystems generated using inheritance capability to improve
tractability and speed of implementing variations of an overall system (Figure 4 is the graphical view of
“PartialExample_A”).

Each example included in Figure 13 (e.g., TightlyCoupled PowerCtrl) extends from PartialExample_A
and then redeclares each subsystem as required to the specific implementation desired. Once the specific
subsystems are chosen, the modeler creates the appropriate connections/boundary conditions while the
signal bus connections are automatically accounted for due to the nature of the expandable connector.
Nominal and/start values between systems can also be properly referenced to improve probability of
simulation success.

3. TEMPLATE USE DEMONSTRATION

Appendix A provides the reader with a step-by-step guide to create subsystem categories and specific
implementations using the templated approach. Following the process outlined in the appendix, nine
categories with at least one implementation each were created to demonstrate the functionality of the
templated approach. Figure 14 presents a blank system architecture constructed from the
Partial_SubSystem model from each category’s base class package.

To demonstrate the use of the templated approach, two separate case studies using the same architecture
were created. The first case (Figure 15) implements a system with only electrical connections between the
overall system and the industrial process (i.e., loosely coupled) and with no energy storage or secondary
energy supply. The second case (Figure 16) contains a battery model for electrical storage and a natural
gas turbine as a secondary energy source. The industrial process is also coupled thermally and electrically
(i.e., tightly coupled) with the overall system.

In these test cases, up to three subsystems—balance of plant, secondary energy system, and energy
storage—are given demand profile set points from the supervisory control system. Subsystem controls
monitor the actual response of the system and provide actuation signals to subsystem components both to
match the demand set points and to stabilize the system. The primary heat system (3.1) and energy
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manifold (3.2) are discussed in more detail to show how a subsystem may look and will be referenced in
the discussion of the results which follows.

Paiwzat Sat

Trargy Feage

Sace=tury [rargy Sevce

Figure 14. Base Modelica architecture of an HES. Subsystems have been replaced with place holder systems
(Figure 4 and Figure 6).

Trargy Tomage

Seseetary broagy Yeuree

0ooo

Figure 15. Case 1: Hybrid system based on the template structure using a loosely coupled industrial process:
the empty-set symbol indicates that no energy storage or secondary energy supply are in this example.
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Figure 16. Case 2: Hybrid system based on the template structure using a tightly coupled industrial process.
3.1 PRIMARY HEAT SYSTEM

The primary heat system implemented in this example employs an integral pressurized water nuclear
reactor based on the IRIS design (Storrick et al. 2007). Some important physical phenomena captured in
the model include the two-phase dynamic interactions of the pressurizer, the generation of steam in a
helical coil steam generator, and the reactivity and thermal-hydraulic behavior of the nuclear core. The
primary heat system model is shown in Figure 17 with its associated control system in Figure 18. This
model integrates the coolant flow geometry and behavior, fuel behavior, and point kinetics neutronics
behavior, with feedback from the fuel and coolant temperature.
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Figure 17. Templated model of the primary heat system based on the IRIS reactor.

The control system monitors the total core power, and it controls the core rod reactivity to hold the
primary heat system’s thermal power at the nominal state of 1,000 MWt. The control system allows the
pressurizer pressure to fluctuate within approximately 0.5 MPa of the nominal condition of 15.5 MPa.
The liquid heaters of the pressurizer use a simple on/off controller with hysteresis that adds heat to
increase system pressure when the monitored pressure drops below 15.0 MPa.
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Figure 18. Control system for IRIS primary heat system based on total core power and system pressure.
3.2 ENERGY MANIFOLD

The energy manifold presented is a steam/water distribution manifold with no additional storage or
connections (Figure 19). The energy manifold relies on controller logic to actuate distribution valves to
handle large and slow power set point changes to other subsystems as specified by the demand profile.
This actuation diverts hot steam from the primary heat system to the desired destination. The manifold
also gathers return streams and directs the flow back to the primary heat system steam generator at the
proper temperature and pressure. Mixing and splitting volumes then add thermal mass to the system,
dampening transient behaviors.
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Figure 19. Energy manifold for distributing and gathering steam/water streams from subsystems (bypass
valve dampens pressure responses of the system when tracking demand profiles, and the splitter and mixing
volumes dampen transient thermal behavior).

The energy manifold control system (Figure 20) monitors the demand power set points of the balance of
plant and actuates the turbine distribution valve to track the generated power. The bypass valve acts in a
directly opposite response to the turbine distribution valve to limit system pressure swings. The position
of the valve in relation to the industrial process is held at a nominal point set by the nominal operating
point of the process. The industrial process then controls the flow rate it receives based on the internal
pressure drop of the industrial process subsystem model.
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Figure 20. Energy manifold control system with the turbine distribution valve actuated to meet the demand
profile set points of the balance of plant, while the bypass valve acts exactly opposite to the turbine
distribution valve to dampen pressure swings within the system.

3.3 SELECTION OF BASIC SUB-SYSTEM DYNAMICS

In the presented cases, the electrical grid is modeled as an infinite sink/source of electrical energy.
Therefore, when the electrical producing subsystems cannot meet the demands of the electrical
consuming subsystems, the overall hybrid system becomes a net consumer of electricity, so the electricity
flows from the electrical grid into the system. Results from this type of model have essentially no
differences in dynamic behavior of the system (e.g., flow rates, temperature and pressure swings) except
for the flow of electrical energy at the electrical grid interface. Therefore, the results presented for the two
cases are identical except at the grid interface. Each test case consisted of approximately 15,000 equations
and simulated a two-week period in approximately 2.5 hours.

Figure 21 depicts the behavior of the pressurizer pressure in the primary heat system. The pressure slowly
decreases over time due to ingress of the cooler primary loop water into the pressurizer. Eventually the
pressurizer liquid cools enough that the liquid heater control turns on until the pressure rises back to the
nominal 15.5 MPa. This cyclic behavior continues throughout the simulation at a frequency dependent on
the dynamics of the energy manifold.
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Figure 21. Pressurizer pressure in the primary heat system with oscillatory behavior due to the dynamics of
the energy manifold and the liquid heater compensation raising the pressure from the minimum 15.0 MPa to
the nominal 15.5 MPa.

Figure 22 demonstrates the ability of the system to be held relatively constant at the nominal thermal
operating power of 1,000 MW using only reactivity control. The behavior shown is once again dependent
on the behavior of the energy manifold via the dynamic boundary conditions of the steam side of the
helical coil steam generator.
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Figure 22. Core thermal power and control rod reactivity behavior necessary to keep the primary heat system
operating at a nominal thermal power level of 1,000 MW.

Figure 23 demonstrates the actuation of the valves in the energy manifold required to match the
aggressive demand profile set points. The valves act opposite of one another to limit the impacts on other
subsystems (e.qg., significant pressure deviations from nominal). Physical limitations of the system (e.g.,
transport delay, pressure limits) prevent an exact following of the set point. However, in addition to
physical limitations, the control system parameters also can have a significant impact on the ability of the
system to precisely load follow. These types of considerations can lead to the need for alternative control
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schemes for the same physical model. Although not demonstrated in this example, the replaceable
implementation of control systems allows for this type of investigation.

500 T T T T T . ; ;
—Measured

Setpoint

&

[=]
[=]
T

Power [MW]
3

= N W A
[=]
[=]

Balance of Plant
3

0 20 40 60 80 100 120 140
Time [hours]

=]

160 180

]
(=]

iy
[=]
T
1

L
(=]
L

20 40 60 80 100 120 140 160 180
Time [hours]

)
S

Setpoint - Measured [MW]
o (o]

—_
[=]
[=]

— Turbine Valve

— Bypass Valve
A

0 20 40 60 80 10 120 140 160 180
Time [hours]

Percent Open [%]
g

=]

Figure 23. Balance of plant generated power compared to the set point provided by the supervisory control
system, in which the dynamic behavior of the turbine and bypass valves work together to meet the specified
power and dampen impacts on the connected subsystems.

Figure 24 presents the overall ability of each case to meet the electricity demand profile. The top figure
presents a snapshot of approximately one day of the overall electric power provided to the grid. The lower
plot provides the deviation from the setpoint power demand signal for each case. The additional
subsystems for energy storage and secondary energy supply clearly contribute to significant differences in
the interaction of the overall hybrid system with the electrical grid. In these example cases, the lack of
energy storage and a secondary energy supply diminish the ability of the hybrid system to provide the
power demanded by the grid (positive differential peaks). However, fewer periods of over-production
(negative differential peaks) occur. This example demonstrates the dynamic ability of the system, as well
as its capabilities to create models in a template format to improve successful model implementation,
numerous variables and considerations can alter the model’s behaviors.
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Figure 24. Result of power delivered to the grid compared to the set point demanded; periods of over and
under production are evident, and the shift in differential power between the two cases demonstrates impact
that variations of system architecture and subsystems can have on HES performance.

4. CONCLUSIONS AND FUTURE WORK

Investigation of HESs requires a modeling environment that permits multi-physics model development
and enables use of structured formats to allow contributions from many modelers in a standard approach.
For this purpose, a templated modeling approach to facilitate creation of complex HESs was implemented
in the Modelica programming language. The templated approach allows the modeler to focus their efforts
on individual models by providing the necessary infrastructure for variable communication and model
requirements using signal busses and applying Modelica’s extends-clause feature. Basing modeling on
templates helps facilitate creation of models by a diverse users group and provides a common working
environment.

For demonstration purposes, two case studies of HESs and a step-by-step guide (Appendix A) to
implementing the template approach are presented. The principles presented are generally applicable to
Modelica language; this study may be useful in creation of alternate approaches to modeling, including
alternative templated approaches.

Additional subsystem models will be created using the templated approach to evaluate a range of HESs.
For example, alternative industrial systems and energy storage devices may improve various factors
(i.e., economic or physical performance) which in turn will provide information to investors and policy
makers to help inform decisions on future energy systems.
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APPENDIX A. EXAMPLE GUIDE TO USE OF THE TEMPLATE

This appendix provides the reader with a step-by-step procedure illustrating the process a modeler can use
to take a template to create a new subsystem category and specific implementation and then incorporate
those into an overall system model. This procedure example references the directory shown in Figure 5
and will create the PrimaryHeatSystem category and the specific implementation called IRIS. The focus is
on use of the template, so details of physical models and control systems are not discussed.

Modelica-type nomenclature is used in the procedure. Four layers exist in Modelica for creating models:
icon, diagram, information, and text layer. The icon layer is the top level graphical interface shown when
a model is used. The diagram layer refers to the component-specific graphical interface where models to
be used are dragged and dropped when creating an example. The information layer is the space where the
modeler adds documentation and notes regarding a model. The text layer is where the Modelica code is
scripted. Finally, a package is the term for the folders of the directory structure. For example, in Figure 5,
“Templates,” “Examples,” and “PrimaryHeatSystem” are all packages.

Create the “PrimaryHeatSystem” subsystem category:

1. Duplicate/copy the SubSystem_Category package into the NHES.Systems package and name it
PrimaryHeatSystem.
2. Under the newly created PrimaryHeatSystem package, rename SubSystem_Specific to IRIS.
3. Replace the icon of the PrimaryHeatSystem with a new icon that fits the category.
4. Navigate to PrimaryHeatSystem.BaseClasses, and perform the following actions on the specified
model:
a. Partial_SubSystem
i. Go to text layer and scroll down to annotation at the bottom. Change the default
name—changeMe—to PHS. This name will be used throughout the subsystem
category.

ii. Onthe icon layer, change the black text to Primary Heat System.

iii. Add three RealExpression models for Q_balance, W_balance, and FuelConsumption
with a default value of 0 on the diagram view. Connect them to the signal sensor bus
once they have been added to the sensor/output signal bus.

b. Record SubSystem, Record _SubSystem, Partial_ControlSystem, and Partial_EventDriver
i. No changes needed

c. SignalSubBus_Actuatorinput
i. Add IRIS sub-bus by adding the line given in the Figure A.1.

expandable connector SignalSubBus_2ZctuatorInput
extends MHES.Systems.Interfeaces.SignalfubBus ActuatorInput;
HHES.Systems.PrimeryHeztSystem.IRIS.Basellesses.SignalSubBus_ActuatorInput IRIS;

d
end SignalSubBus_ RcotuatorInput;

Figure A.1. Primary heat system package actuator/input signal bus.

d. SignalSubBus_SensorOutput
i. Add IRIS sub-bus and signal variables by adding the line given in the Figure A.2.

A-1



expandable connector SignalSubBus_Senscrlutput
extends NHES. Systems.Interfaces. SignalSubBus Sensorfutput;

SI.Power Q balance

"Heat loss (negatiwve)//gain (positiwve]

not accounted for in connections
le.g., energy vented to atmosphere)™;
SI.Fower W_balance

"Electricity loss (negatiwve) /fgain (positive)

not accounted for in conmections

le.g., heating/cocoling, pumps, ete.)”™;
SI.MassFlowRate m flow fuelConsumption

"Approximate nuclear fuel consumption rate™;

WHES.Systems . PrimaryHeatSystem. IRIS Basellasses. SignalSubBus_Sensorfutput IRIS;

d
end SignalSubBus_Senscrfutput;

Figure A.2. Primary heat system package sensor/output signal bus.
Create the IRIS-specific subsystem:

1. Navigate to PrimaryHeatSystem.IRIS.BaseClasses, and perform the following actions on the
specified model:
a. PlaceHolderModels.SubSystem_PlaceHolder
i. Go to text layer and scroll down to the annotation at the bottom. Change the
default name—changeMe—to PHS.
b. Partial_SubSystem and Partial_SubSystem_A
i. Go to text layer and scroll down to the annotation at the bottom. Change the
default name—changeMe—to PHS.
c. Partial_SubSystem_A
i. Go to text layer and scroll down to the annotation at the bottom. Change the
default name—changeMe—to PHS.
ii. Add two fluid connections on the right edge of the diagram layer, and then
modify the diagram layer as shown in Figure A.3.

T, Em E= partizl meodel Partizl SubSystem X

= - oo import Modelics. Constants;

extends Partizl SubSystem;
extends Record SubSystem R;

d Modelica.Fluid. Interfaces.FluidPort & port_a(redeclare package Medium =
Medium, m flow(min=if allowFlowReversal then -Constants.inf else 0)]
"Fluid comnector a2 (positive design flow directicon is from port_a to port_b)

=K

Modelice.Fluid.Interfzces.FluidPort_b port_blredeclare package Medium =

Medium, m flow(max=if allowFlowReversal then +Constants.inf else 0))
o "Fluid comnector b (positive design flow direction is from port a to port b)"
ds

=l
end Partial SubSystem A;

Figure A.3. IRIS Partial_SubSystem_A connections.

d. Record SubSystem, Record SubSystem, Partial_ControlSystem, and Partial _EventDriver
i. No changes needed



e. Record _SubSystem A
i. Add nominal and start variables for added fluid connections as shown in Figure
A.4. Variables that do not have a default assignment will be given one in a later
step.

partial record Record_SubSystem 2

extends Record_SubSystem;

replaceable package Medium = Modelica.Medis.Water.StandardWater
constrainedby Meodelica.Media.Interfaces.PartialMedium
"Medium at fluid ports™ a;

/* Nominal Conditions */
parameter MHES.Systems.BaseClasses. ts port_a neminal|
redeclare package Medium = Medium, Medium. sp 2lpy(
Medium.setState_pT(port_a nominal.p, port_s nominal T))) "port_a”

a:
parameter NHES.Systems BaseClasses.Record fluidPorts port_b nominal(
redeclare package Medium = Medium,
h=Medium.specificEnthalpy (Medium set!

port_b_nominal T)},
m flow=-port_a nominel.m flow) "port_b"

te_ 5T (pozt_b_nominal.p,

a:

/* Imitialization */
parameter NHES.Systems.BaseClasses.

ts port_a_start(
redeclare package Medium = Medium,

p=port_s_ncminal.p,

T=port_z nominal_T,

=
m_flow=port_s nominal.m flow) "port_a

edium. specificEnthalpy (Medium. setdtate_pl (port_s_start.p, port_s_stars.T)),

EH

parsmeter WHES.Systems.BaseClasses.Record fluidPorts port_b_start(
redeclare package Medium = Medium,
p=port_b_nominzal.p,

T=port_b_nominal.T,

¥ (Medium.setState_pl (port_b_start.p, port_b_start.T)),
ow=-port_a_ start.m £low) "port b"

EH

/% Rssumptions */
parameter Boolean allowFlowReversal=true
"= true to allow flow reverszsl, false restricts to design direction (port_s —-> port_b)"

ai

a
end Record_SubSystem &;

Figure A.4. IRIS Record_SubSystem_A nominal and start variables for fluid connections.

f. SignalSubBus_Actuatorinput
i. Add variables that will be connected to the signal bus as shown Figure A.5.

expandable connector SignalSubBus_ActuatorInput

extends NHES. Systems.Interfzces.SignalSubBus_Actuatorlnput;

Rezl reactivity ControlRod "Control Rod Drive Mechanism Reactivity™;

Rezl reactiwvity Other "Rdditicnal Uncategorized Resctivicy™;

wer Q 5 _External "External source of power to the Reactor™;

nversions NonSIunits.AngularVelocity rpm speedPump "Rotational speed of coolant pumps";
wer Q flow ligquidHeater "Pressurizer heater in the liguid phase™;

d
end SignalSubBus Actuatorlnput;

Figure A.5. IRIS actuator/input signal sub-bus.

g. SignalSubBus_SensorOutput
i. Add variables that will be connected to the signal bus as shown Figure A.6.



expandable connecter SignalSubBus_ Sensorfutput
extends MHES.Systems.Interfaces.SignalSubBus_Sensorfutput;

SI.Power Q_total "Total thermal Cutput of Reactor”;

ST Tempersture T Core Inlet "Core inlet temperature™;
SI.Temperature T Core Qutlet "Core cutlet temperature”;
ST . Pressure p_pressurizer "Pressurizer pressure";

d
end SignalSubBus_Senscrflutput;

Figure A.6. IRIS sensor/output signal sub-bus.
Use the newly created subsystem category and specific implementation

1. Rename SubSystem_Dummy to IRIS, ensure that the model extends from Partial_SubSystem A,
and create the physical model. On the Icon layer, add a distinguishing label and image.

B &5

sensorBus actuatorBus
-
.
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fon )
=
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|
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Figure A.7. Specific subsystem physical model IRIS.
Rename CS_Dummy to CS_IRIS, and create the control system.

ii —

Figure A.8. Specific subsystem IRIS control system.
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2. Addthe newly created model to an example by right clicking the location where it belongs (i.e.,
box 1 from Figure 4), and connect the fluid connectors.

oooo

Figure A.9. Add new model by right clicking the base model and choosing Change Class>All Matching
Classes>IRIS.
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